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PROGRAM OPTIONS

OPTION
NUMBER OF TRACKS 1
FREGUENCY 430 HZ
UNI/BI DIRECTIONAL oAk 1 =
TRACK 1 MAX
X-MIT LEVEL TRACK 2 NA
TRACK 1 PRED
PREDICTOR/MOTION SENSOR TRACK 2 NA
TRACK 1 30
WARNING TIME TRACK 2 NA
TRACK 1 1100
APPROACH DISTANCE SELECTED TRACK B NA
TRACK 1 COMPUTED
APPRDACH DISTANCE COMPUTED TRACK 2 NA
UAX PICKUP DELAY NA
NUMBER DOF DAXS 0
ISLAND DISTANCE 120
DAX A TRACK ASSIGNMENT N&
DAX A DISTANEE NA
DAX A WARNING TIME NA
DAX B TRACK ASSIGNMENT NA
DAX B DISTANCE NA
DAX B WARNING TIME NA
DAX C TRACK ASSIGNMENT NA
DAX C -DISTANCE NA
DAX € WARNING TIME NA&
DAX D TRACK ASSIGNMENT N&
DAX D DISTANCE N&
DaX D WARNING TIMF NA
MASTER/SLAVE MASTER
PASSWORD DISABLED
RECORDER INSTALLED
RS—-232C BAUD RATL 9600
RS-232C DATA BITS 8
RS-232C STOP BITS 1
RS—232C PARITY _ NENE
TRACK 1 0
PRIMEiPRED. OFFSET TRACK 2 i)
PICKUP DELAY PRIME 20
DAX A NA
DAX B NA
PICKUP DELAY DaX DAY C NA
DAX D NA

MODULE REQUIREMENTS
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